Plumbing Advisory Board Worksession Minutes for April 20, 2010

Board Members Present: Russell (Rusty) Strine, Plumber Representative, Chairman
David Gatrell, Health Department Representative
Michael (Mick) Late, Plumber Representative
Gary Armbruster, Citizen Representative

Absent: David Haller, Citizen Representative

Others Present: Larry Willard, Chief Plumbing Inspectfor
Shannon Walters, Secretary

Subject: Worksession for Hearing

The Frederick County Plumbing Advisory Board meeting called to order at 2:25 p.m. by Board
Chairman, Rusty Strine.

Hearing

Brian Soyka of Sheetz was present before the board. Sheetz store #161 is located at 5601
Buckeystown Pike, Frederick MD. An employee restroom was recently constructed and the
permits associated with the work are completed (#71098). It was discovered that all store
plumbing except for the existing public restrooms were discharging through the grease
interceptor. After Sheetz personnel looked at different options of how to route the employee
restroom plumbing to the correct location, they determined that installing a grinder pump and
pumping overhead to connect to the public restroom plumbing would be the only feasible option.
The board members looked over plans provided by the applicant and discussion continued
between board members, applicant and Larry Willard, Mick Late motioned to accept the request
to allow the installation of a grinder pump for the employee restroom at this Sheetz store location
only. Any other proposed uses similar to this one must be presented to this board on a case by
case basis. Plumbing and electrical permits as well as appropriate inspections are required. Gary
Armbruster seconded the motion. The vote was 4-0 to approve the motion.

Adjournment
Rusty Strine motioned to adjourn the meeting at 2:50 p.m. Gary Armbruster seconded the
motion. The vote was 4-0 to adjourn.

Respectfully Submitted,

Sharnnon Waltery

Shannon Walters, Secretary to Fred., Cnty. Plumbing Advisory Bd.

Attachment
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PERMITTING AND DEVELOPMENT REVIEW DIVISION

FREDERICK COUNTY, MARYLAND

Department of Permits and Inspections
30 North Market Sireet o Frederick, Maryland 21701
301-600-2313 ¢ FAX: 301-600-2309 @ TTY: Use Maryland Relay Service
www FrederickCountyMD.gov

April 15, 2010

Brian K. Soyka, P.E.
Sheetz

351 Sheetz Way
Claysburg, PA 16625

Regard: Frederick County Plumbing Advisory Board Meeting
Dear Mr. Soyka:

Upon receipt of your request to schedule an appeal before the Frederick
County Plumbing Advisory Board a meeting date has been set. The fee
associated with Plumbing Advisory Board consideration has been paid.

A meeting of the Frederick County Plumbing Advisory Board is
scheduled to be held on Tuesday, April 20, 2010 at 2:00 p.m. The meeting will
be held at the Department of Permits & Inspections office located at 30 N.
Market Street, Frederick, MD 21701.

We must advise you that the Plumbing Board ¢annot grant waivers to the
Plumbing Ordinance, but will consider your request for latitude in the

interpretation of the Plumbing Ordinance.

If you should have any questions, please feel free to contact this office at
(301) 600-1095.

Sincerely,

Shanwon C. Wablors

Shannon C. Walters
Secretary to the Plumbing Board

CC: Plumbing Advisory Board Members



PERMITTING AND DEVELOPMENT REVIEW DIVISION
FREDERICK COUNTY, MARYLAND
Department of Permits and Inspections

30 North Market Street o Frederick, Maryland 21701
Phone (301) 600-2313 e Fax (301) 600-2309
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(A $220.00 Administrative Fee for all requests made for Plumbing
Advisory Board Consideration must be paid with this request.
Please make check payable to “Frederick County”.)
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Walters, Shannon

From: Walters, Shannon

Sent: Thursday, Aprit 15, 2010 9:58 AM

To: 'bsoyka@sheetz.com’

Ce: Russell Strine (rstrine@rwwinc.com)

Subject: Plumbing Advisory Board

Mr. Soyka:

Attached is a letter to inform you of the next Plumbing Advisory Board meeting.

71098 PLUMB.BD
REQUEST-letter ...

Shannon Walters

Senior Permit Specialist

Department of Permits & Inspections

Division of Permitting & Development Review
30 North Market Street, Frederick, MD 21701
(O) 301-600-1095  (Fax) 301-600-2309
swalters(@FrederickCountvMD. gov




Walters, Shannon

From:
Sent:
To:

Subject:
Attachments:

Board Members,

Rusty Strine [RStrine@rwwinc.com]
Wednesday, April 14, 2010 2:24 PM

Gatrell, David; Dave Haller; Gary Armbruster; Willard, Larry; Mick Late; Rusty Strine; Walters,
Shannon

Hearing Request
71098 PLUMB BD REQUEST .pdf

Shannon received a request yesterday for a Board Hearing. | have attached a copy of the request for your
‘review. lt relates to section 712.1 of the IPC. After next week, Larry is on vacation for a few weeks therefore, (I know it's
late notice) can everyone make a meeting next Tuesday at 2:00 at 30 North Market? Get back to me and let me know,
we should probably get together 15 minutes prior if the person requesting the hearing is going to be present so we can
discuss our thoughts. Should not take long, it's a pretty easy one.

Thanks Rusty

Rusty Strine

General Manager

Warner Indusirial
301-662-5387

Frederick MD

Fayettevilie, NC

www. warnerindusinial.com
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MODEL DESCRIPTION

QT380-115-10 QuickTree for PRO380, 115V, 10' cord
QT380-115-25 QuickTree for PRO380O, 115V, 25° cord
QT380-230-10 QuickTree for PRO380, 230V, 10° cord
QT380-230-25 QuickTree for PRO380, 230V, 25' cord

chk’i‘ree@ KE’C
.Gomes complete with
 stainless, steel.rod, pump
- '_;ﬂoa_t and c!amps pre-mounted.
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TECHMCAL SPECIFICATIONS

PUMP

The pump(s) shall be model
as manufactured by Liberty Pumps, Bergen, NY,
or equal.

The pump(s) shall have a capacity of

at a total dynamic head of feet. Motor size
shall be 4/10 horsepower, single phase, 60 hz.
and 115 volt operation.

MOTOR

The pump motor shali be of the submersible
type, oil filled, hermetically sealed and shall be
thermally protected. The overload element shall
automatically reset when motor cools.

Motor windings shall be of the class B insulation
rating. The rotor shaft shall be made of 416 stain-
less steel and shall be supported by lower and
upper bali bearings.

The power cord shall be of the quick-disconnect
design allowing replacement of the cord without
breaking seals to the motor and/or oil chamber.

IMPELLER

The pump shall have a VORTEX style impeller
capable of passing a 2" spherical solid.

SEAL

The shaft seal shall be of the carbon/ceramic
unitized design, with BUNA N elastomers and
stainless housings.

EXTERNAL CONSTRUCTION

The pump volute, legs and motor housing
shall be gray iron castings, ASTM class 25 or
better. All castings shall be powder coated
before assembly. All fasteners shall be of 300-
series stainless steel or brass.

LEVEL CONTROL

Automatic units shall be controlled by an
adjustable, mercury-free, wide angle float switch.
Float cord shall be equipped with a series plug
for manual bypass operation.

MODELS RHP VOLTS PHASE AMPS  DISCHARGE  AUTOMATIC IMPELLER
LE41M  4/10 115 1 12 2" FNPT NO VORTEX
LE41A 4110 115 1 12 2" FNPT YES VORTEX

10 cord standard on above models. For 25' cord options, add a "-2" suffix to modet number,
Example: LE41A-2 for Model LE41A with 25’ cord.

DIMENSIONAL DATA: PERFORMANCE CURVE
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